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SHEVS Control
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Components in further SHE or ventilation groups will be connected
in accordance with the examples given for the first group.
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System diagram (please consider local conditions / components)
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Run the actuator lead unbranched
to under the roof.
For max. allowed lengths of cable,
please refer to section "Technical Data".
When using 4 cores (2 cores each in
parallel) greater lenghts can be
achieved.
Max. 10 mm² (rigid) can be clamped.

General: length of cable max. 400 m, if not specified otherwise.

2x0.8 for WRC

4x0.8 for option WRM

Mains

(6x0.8 with external reset button)

Wind- and Rain Control (WRC)

4x0.8 for LT-A

Number of wires depends
on type and order of
connection of the manual
call points.
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